* NOMINAL MANUFACTURING
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NOMINAL
MOUNTING
ROADWAY FIXTURE: HEIGHT
- SPRING CITY 400W MH
*6-3" R COLUMBIA LARGE FIXTURE.
REFER TO FIXTURE SPECS.
(45" NOMINAL A.F.G. LIGHT CENTER)
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PEDESTRIAN
POLE BY VALMONT INDUSTRIES

MANCHESTER SERIES LIGHT
CAT. #F—264

= SEE LUMINAIRE ARM DATA

< PEDESTRIAN PATH FIXTURE:
—T— SPRING CITY 150W MH
| COLUMBIA LARGE FIXTURE.

(X REFER TO FIXTURE SPECS. @

NOMINAL A.F.G.

252 12—FLAT FLUTE
22'-0" LIGHT CENTER . N

DETAIL 5

*39'-0" SEE
SEE POLE NOTE
DATA TABLE 3
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CLEARANCE

DETAIL 4

SECTION A—A

14-0

DETAIL 9

0.75"HOLE FOR TO
FACILITATE HANDLING
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DETAIL 1 ‘ ARM END
AT T 4.06”0.D.X0.313"WALL

DAVIT ARM ! ! 30,000P.S.I. MIN.

10.00”  BOLT COVER | f YIELD STRENGTH
(3)0.38”SET \ I : (2)0.50°=13UNC X 5.50”
SCREWS i i LONG STAINLESS STEEL
AT180°APART i f BOLTS WITH 1—NUT AND
! (2)WASHERS PER BOLT.

4.00” !
* 2.00”

LI 0.500” THICK ROUND

POLE PLATE—H.R.M.S.
‘\79/ WITH 2.06” DIA. WIRE
\I\

ENTRANCE HOLE.

DETAIL 2 | POLE TOP

LUMINAIRE ARM DATA

16'-0" NOMINAL PIPE PIPE

SRM | DiA. | THICKNESS '?'FsTg
pias RCON OO

DETAIL 6 400 |2.38| 0154 | 4.00

— PROP. CONDUIT AND WIRING TO NEW POLE.

DETAIL 7/
DETAIL 8 —

CONCRETE FOUNDATION.———=—{
REFER TO STRU. PLANS.

1"v5" /——EXIST ELEC. PULLBOX (c.D\
To REMAN & BE RE-uTized. CE 37
z ]

/ J EXIST. CONDUIT W/ EXIST. ELECT. FEED TO

REMAIN & BE RE—UTILIZED (REFER TO ITEM #3
IN ELEC. SCOPE OF WORK SHEET E—1)

ROP. #8 LIGHTNING PROTECTION GROUNDING

CONDUCTOR. PROVIDE CADWELD EXOTHERMICALLY

\WELDED CONNECTION TO GROUND ROD.
EXIST. GROUND ROD.
TO REMAIN & BE RE—-UTILIZED.

NOTE: THIS DETAIL IS FOR REPRESENTATION PURPOSES ONLY, ITS SOLE PURPOSE IS TO GIVE A
GENERAL OVERVIEW OF HOW THE FINAL PRODUCT WILL APPEAR AFTER MANUFACTURING. DETAIL IS

NOT TO SCALE.
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2.25" —={ |=—
0*.751 [(hb/jﬁ
2.00" DIA. THRU
10.00” 1 w5 | ///_HOLE
1 850" ? O/ |_—DRILL AND TAP
* L+ 0.50”"—20 UNC
o= (2 REQD)
u\/C‘)
DETAIL 3 \ MOUNTING PLATE
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